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CHAPTER 3 USE AND OCCUPANCY CLASSIFICATION    USE AND OCCUPANCY CLASSIFICATION    303.4 GYMNASIUM A-3 GYMNASIUM A-3 A-3 303.5 ARENA   A-4 ARENA   A-4 A-4 CHAPTER 5 GENERAL BUILDING HEIGHTS AND AREAS            GENERAL BUILDING HEIGHTS AND AREAS            503 GENERAL BUILDING HEIGHT AND AREA LIMITATIONS GENERAL BUILDING HEIGHT AND AREA LIMITATIONS BASIC  TOTAL    ACTUAL      TOTAL    ACTUAL         ACTUAL      GROUP   STORIES HEIGHT ALLOWABLE ALLOWABLE   AREA  %  STORIES HEIGHT ALLOWABLE ALLOWABLE   AREA  %  HEIGHT ALLOWABLE ALLOWABLE   AREA  %  ALLOWABLE ALLOWABLE   AREA  %  ALLOWABLE   AREA  %  %  A-3 IN II-B  2  55  9,500      13,765   2  55  9,500      13,765   55  9,500      13,765   9,500      13,765   13,765   A-4 IN II-B 2  55  9,500      17,145   2  55  9,500      17,145   55  9,500      17,145   9,500      17,145   17,145   TOTAL   2  55  9,500      46,582       2  55  9,500      46,582       55  9,500      46,582       9,500      46,582       46,582       506.2 AREA INCREASE DUE TO FRONTAGE AREA INCREASE DUE TO FRONTAGE If = [F/P-0.25] W/30  F=1,028 FT P=1,028 FT W=30 FT F=1,028 FT P=1,028 FT W=30 FT W=30 FT If = 1/1-0.25 If = 75%  506.3 AUTOMATIC SPRINKLER SYSTEM INCREASE AUTOMATIC SPRINKLER SYSTEM INCREASE 200% FOR BUILDINGS WITH MORE THAN ONE STORY 300% FOR BUILDINGS WITH ONE STORY TOTAL ALLOWABLE BUILDING AREA OF THIS BUILDING BASIC ALLOWABLE AREA  9,500  9,500  FRONTAGE INCREASE  7,125  7,125  SPRINKLER INCREASE  28,500   28,500   TOTAL AREA    45,125 45,125 ACTUAL AREA  9,500 + [9,500(3)] + [9,500(.75)] = 45,125 SF ALLOWABLE 9,500 + [9,500(3)] + [9,500(.75)] = 45,125 SF ALLOWABLE EXISTING  46,582 46,582 ADDITION  0 0 TOTAL    46,582 46,582 507 UNLIMITED AREA BUILDINGS UNLIMITED AREA BUILDINGS 507.3 A-4 BUILDINGS MAY HAVE UNLIMITED AREA IF AUTOMATIC SPRINKLING SYSTEM & A-4 BUILDINGS MAY HAVE UNLIMITED AREA IF AUTOMATIC SPRINKLING SYSTEM & EXIT DOORS DOORS DIRECTLY TO THE OUTSIDE. 60'-0" OF OPEN SPACE. 507.6 A-3 BUILDING MAY HAVE UNLIMITED AREA IF TYPE II CONSTRUCTION, AUTOMATIC A-3 BUILDING MAY HAVE UNLIMITED AREA IF TYPE II CONSTRUCTION, AUTOMATIC SPRINKLING SYSTEMS SURROUNDED BY 60'-0" OF OPEN SPACE.  508.4 REQUIRED SEPARATION OF OCCUPANCIES REQUIRED SEPARATION OF OCCUPANCIES SEPARATION OF OCCUPANCIES A-3 & A-4 NO SEPARATION REQUIRED 509 INCIDENTAL USE AREAS INCIDENTAL USE AREAS FURNACE ROOM WITH EQUIPMENT OVER 400,000 BTU PER HOUR 1HR OR SPRINKLED 1HR OR SPRINKLED BOILERS OVER 15 PSI AND 10 HP       1HR OR SPRINKLED 1HR OR SPRINKLED REFRIGERANT MACHINERY ROOMS       1HR OR SPRINKLED 1HR OR SPRINKLED STORAGE ROOMS OVER 100SQ FEET       1HR OR SPRINKLED 1HR OR SPRINKLED CHAPTER 6 TYPE OF CONSTRUCTION               TYPE OF CONSTRUCTION               TABLE 601 FIRE RATING REQ'T    II-B FIRE RATING REQ'T    II-B   II-B   STRUCTURAL FRAME  - 0 HR - 0 HR   BEARING WALLS  - 0 HR - 0 HR   NON BEARING WALLS - 0 HR - 0 HR   FLOOR CONSTRUCTION - 0 HR - 0 HR   ROOF CONSTRUCTION - 0 HR - 0 HR TABLE 602 DISTANCE TO EXTERIOR WALLS DISTANCE TO EXTERIOR WALLS 1HR IF LESS THAN 10 FEET TO A PROPERTY LINE CHAPTER 7 FIRE AND SMOKE PROTECTION FEATURES            FIRE AND SMOKE PROTECTION FEATURES            705.8 EXTERIOR OPENINGS EXTERIOR OPENINGS UNLIMITED IF GREATER THAN 30 FEET OF SEPARATION. 716 OPENING PROTECTIVES OPENING PROTECTIVES CHAPTER 8 INTERIOR FINISHES                INTERIOR FINISHES                8.3.1.1 CLASS A:  FLAME SPREAD INDEX 0-25; SMOKEDEVELOPED INDEX 0-450 CLASS A:  FLAME SPREAD INDEX 0-25; SMOKEDEVELOPED INDEX 0-450 CLASS B:  FLAME SPREAD INDEX 26-75; SMOKEDEVELOPED INDEX 0-450 CLASS C:  FLAME SPREAD INDEX 75-200; SMOKEDEVELOPED INDEX 0-450 803.9 INTERIOR WALL AND CEILING FINISH SPRINKLED BUILDING  INTERIOR WALL AND CEILING FINISH SPRINKLED BUILDING  SPRINKLED BUILDING  VERTICAL EXITS AND EXIT PASSAGEWAYS B  B  CORRIDOR B  B  ROOMS  C  C  FLOORS CHAPTER 9 FIRE PROTECTION SYSTEMS              FIRE PROTECTION SYSTEMS              903 AUTOMATIC SPRINKLING SYSTEMS AUTOMATIC SPRINKLING SYSTEMS AN AUTOMATIC SPRINKLING SYSTEM IS REQUIRED IN BUILDING MORE THAN  12,000 SQ. FT.  OR MORE THAN 300 OCCUPANTS. OR MORE THAN 300 OCCUPANTS. 906.3.1 MAX TRAVEL DISTANCE TO PORTABLE FIRE EXTINGUISHER MAX TRAVEL DISTANCE TO PORTABLE FIRE EXTINGUISHER 75 FEET 907 FIRE ALARM SYSTEM FIRE ALARM SYSTEM IS REQUIRED AUTOMATIC FIRE SPRINKLING SYSTEM. CHAPTER 10 MEANS OF EGRESS                MEANS OF EGRESS                1004.1.2 & OCCUPANT LOAD OCCUPANT LOAD TABLE 1015.01    1005 EGRESS WIDTH EGRESS WIDTH 1006 MEANS OF EGRESS ILLUMINATION MEANS OF EGRESS ILLUMINATION MINIMUM OF ONE FOOTCANDLE AT FLOOR, POWERED BY EMERGENCY POWER. 1011 EXIT SIGNS EXIT SIGNS ARE REQUIRED 1013 GUARDS GUARDS 1014 EXIT ACCESS EXIT ACCESS 1016 TRAVEL DISTANCE TO EXIT TRAVEL DISTANCE TO EXIT 250'-0" MAX TRAVEL DISTANCE TO EXIT. ACTUAL TRAVEL DISTANCE 150'-0" 
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PLUMBING FIXTURE COUNT FOR HOCKEY ARENA - A-4 AVERAGE CALCULATION USED TO DETERMINE FIXTURE COUNT AS FOLLOWS: OCCUPANT LOAD WILL BE DETERMINED DURING A HOCKEY GAME WITH  BLEACHERS AND VIEWING AREA FULL. PLAYERS, COACHES, REF'S WILL  USE LOCKER ROOM FIXTURES. MAXIMUM ROOM OCCUPANT LOADS DURING WEEKNIGHTS/WEEKENDS FOR 1.     GAME EVENTS - TOTAL EQUALS 396 OCCUPANTS GAME EVENTS - TOTAL EQUALS 396 OCCUPANTS FIXTURE COUNT BASED ON TOTAL OCCUPANT LOADS DURING A HOCKEY GAME = 396 OCCUPANTS IN A-4 CLASSIFICATION MALE AND FEMALE OCCUPANT LOADS = 396/2 = 198 EACH  = 396/2 = 198 EACH A-4 OCCUPANCY FEMALE FIXTURES REQUIRED 198/65 = 3 WATER CLOSET FIXTURES 198/200 = 1 LAVATORIES REQUIRED    PROVIDED PROVIDED 5 WATER CLOSETS  7 WATER CLOSETS 7 WATER CLOSETS 2 LAVATORIES   4 LAVATORIES 4 LAVATORIES MALE FIXTURES REQUIRED 198/125 = 1 WATER CLOSET FIXTURES 198/125 = 1 WATER CLOSET FIXTURES 198/200 = 1 LAVATORIES REQUIRED    PROVIDED PROVIDED 3 WATER CLOSETS  3 WATER CLOSETS AND 3 URINALS 3 WATER CLOSETS AND 3 URINALS 1 LAVATORIES   4 LAVATORIES 4 LAVATORIES DRINKING FOUNTAINS TOTAL OCCUPANTS = 396/1000 = 2 REQUIRED PER STATE AMENDMENT 2902.1 FOOTNOTE 1, CAN SUBSTITUTE UP TO 50% FOR ANY OF THE FOLLOWING: (KITCHEN LINE, VENDINGS, STUDENT STORE, CONCESSION STAND  AND AL-A-CART.) 2 DRINKING FOUNTAINS REQUIRED - PROVIDED 2 DRINKING FOUNTAINS PLUMBING FIXTURE COUNT FOR COMMUNITY GYM - A-3 AVERAGE CALCULATION USED TO DETERMINE FIXTURE COUNT AS FOLLOWS: OCCUPANT LOAD WILL BE DETERMINED BY 2 BASKETBALL COURTS WITH PLAYERS, COACHES, REFEREES, AND SPECTATORS.  A) MAXIMUM OCCUPANT LOAD = 260 OCCUPANTS B) OCCUPANT LOADS FOR ICE RINK DURING DAY TIME = 225 OCCUPANTS FIXTURE COUNT BASED ON OCCUPANT LOAD DURING GYM USE = 485 OCCUPANTS 485 OCCUPANT LOAD WILL BE USED TO DETERMINE FIXTURE COUNTS MALE AND FEMALE FIXTURES = 485/2 = 243 EACH  = 485/2 = 243 EACH A-3 OCCUPANCY FEMALE FIXTURES REQUIRED 243/65 = 4 FIXTURES 243/65 = 4 FIXTURES 243/200 = 2 LAVATORIES REQUIRED   PROVIDED PROVIDED 4 WATER CLOSETS 7 WATER CLOSETS 7 WATER CLOSETS 2 LAVATORIES  6 LAVATORIES 6 LAVATORIES PLUS (1) WC AND (2) LAV'S IN THE WOMEN'S LOCKER ROOM MALE FIXTURES REQUIRED 243/125 = 2 FIXTURES  243/200 = 2 LAVATORIES REQUIRED   PROVIDED PROVIDED 2 WATER CLOSETS 3 WATER CLOSETS AND 3 URINALS 3 WATER CLOSETS AND 3 URINALS 2 LAVATORIES  5 LAVATORIES 5 LAVATORIES PLUS (1) WC AND (2) LAV'S IN THE MEN'S LOCKER ROOM PLUS (1) UNISEX TOILET WITH (WC AND LAV)   
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